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GENERAL NOTE:

1. THE CONTRACT DOCUMENTS PRESENT THE
DESIGN INTENT FOR THE HYDRAULIC TRASH
RAKE SYSTEM. ACCOMMODATE THE
PROPOSED SYSTEM; PROVIDE ADDITIONAL
CONDUIT AND WIRING AT NO ADDITIONAL
COST TO OWNER FOR COMPLETE,
FUNCTIONAL SYSTEM. SUBMIT PROPOSED
MODIFICATIONS AND CHANGES TO ENGINEER

FUTURE PEC-5 2. FOR TRASH RAKE INFORMATION. REFER TO
SPECIFICATION SECTION 46 21 71.

1. NEW H-20 TRAFFIC RATED CONCRETE
HANDHOLE, SIZED PER NEC REQUIREMENTS
MINIMUM 24"X18"X24" DEEP, WHICHEVER
DIMENSIONS ARE GREATER.

2. PROTECT EXISTING CONDUITS, CABLE, AND c
FIBER IN EXISTING HANDHOLE AND ENSURE
PROPER INSTALLATION IN NEW HANDHOLE.
REFER TO SPECIFICATION 26 05 43.

FIELD LOCATE NEW JUNCTION BOXES TO
FACILITATE WIRE PULLING. ROUTE CABLES IN

PVC-COATED RGS CONDUITS ALONG BUILDING
EXTERIOR.

4.  PROVIDE NEMA 4 PAD-LOCKABLE OPERATOR
CONTROL STATION.

5. PROVIDE MINIMUM WORKING CLEARANCE IN
FRONT OF EQUIPMENT PER NEC ART.110.26

6. REFER TO SHEET E-02 FOR CONDUIT AND
CABLE SCHEDULE.

7. PROVIDE GROUNDING FOR ALL NEW
EQUIPMENT AND EQUIPMENT MOUNTING PER
SECTION 26 05 26.

8. FRONT OF ENCLOSURE SHALL FACE NORTH,
DOOR SHALL OPEN RIGHT. PROVIDE AND
FIELD LOCATE RAIN SHELTER PER DETAIL
1/D-02 WITH MINIMUM 1 FT CLEARANCE
BETWEEN RAIN SHELTER ROOF EDGE AND B
DIVERSION STRUCTURE.
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